A decision for emergency response should be taken based on existing nuclear preparedness assessment. However, lessons learned from the Fukushima accident revealed that emergency response personals had difficulties in estimating time duration needed for the emergency actions. For that case, it is needed an alternative way to determine the time required for a response to be implemented. The objective of this paper is to applicate the trend analysis method for an emergency planning in NPP accident, especially to estimate time duration of countermeasures such as sheltering, evacuation, and relocation.
Introduction
The Fukushima accident, which was classified as severe accident, has caused great impacts and health consequences to people who live in the vicinity of the site [1] [2] [3] [4] . In the early stage of the accident, the operator could not determine the severity of the impact. Emergency decision for countermeasure was taken based on emergency preparedness assessment [5] [6] . However, by using existing emergency preparedness, it was difficult to estimatetime duration for each countermeasure. An assessment of accident impact is necessary in order to know the severity of the consequences and to determine the actions needed. The actions of countermeasure can be divided into two types i.e. short-term countermeasures such as providing iodine tablet, sheltering and evacuation, and long-term countermeasures which include population relocation. Time duration of countermeasure is estimated based on the radiation exposure, doses, and risk assessment [7] , while the in situ real time measurement ICoNETS Conference Proceedings is needed to complement the estimation. By using real time doses, it is difficult to estimate time duration of countermeasure planning, such as time duration for sheltering, evacuation, and relocation. However using simulation data is also difficult because of the presence of simulation uncertainty [8, 9] . Therefore, an alternative way is needed to estimate the time required for countermeasures. In statistical method, trend analysis is could be used to interpret uncertain events in the past, and to predict future events. Trend estimation is a statistical technique to aid data interpretation.
When a series of measurements of a process are treated as a time series, trend estimation can be used to make and justify statements about tendencies in the data, by relating the measurements to the times at which they occur. By using trend estimation, statements about tendencies in the data can be made and justified. The objective of this paper is to applicate of trend analysis method for emergency planning in NPP accident, especially to estimate the time duration of countermeasure such as sheltering, evacuation, and relocation. Estimation was done based on consequences and dose data of PWR-1000 MWe severe accident which was simulated for West Bangka site. Dose and consequence estimations were done by using Pccosyma software and trend analysis application was conducted using statistical software [10] .
Trend Analysis Methods and Applications
Trend Analysis is: the practice of collecting information and attempting to spot a pattern, or trend, in the information; taking past data and using it to project future results, to project how the data might appear in the future [11] . Trend analysis is could be used to estimate uncertain events in the past, in statistics, trend analysis often refers to techniques for extracting an underlying pattern of behavior in a time series, which would otherwise be partly or nearly completely hidden by noise. Although trend analysis is often used to predict future events, it could be used to estimate uncertain events in the past.
Trend estimation is a statistical technique to aid interpretation of data. When a series of measurements of a process are treated as a time series, trend estimation can be used to make and justify statements about tendencies in the data, by relating the measurements to the times at which they occurred. By using trend estimation it is possible to construct a model which is independent of anything known about the nature of the process of an incompletely understood system (for example, physical, economic, or other system). This model can then be used to describe the behavior of the observed data. In particular, it may be useful to determine if measurements exhibit an increasing or decreasing trend which is statistically distinguished from random behavior. If we are missing data for a given period of time, you can interpolate a reasonable estimate based on the figures you do have.
Regression analysis is a statistical process for estimating the relationships among variables.
It includes many techniques for modeling and analyzing several variables, when the focus is on the relationship between a dependent variable and one or more independent variables. Regression analysis is widely used for prediction and forecasting, where its use has substantial overlap with the field of machine learning. Regression analysis is also used to understand which among the independent variables are related to the dependent variable, and to explore the forms of these relationships. In restricted circumstances, regression analysis can be used to infer causal relationships between the independent and dependent variables. However this can lead to illusions or false relationships, so caution is advisable; for example, correlation does not imply causation. In statistics, linear regression is an approach for modeling the relationship between a scalar dependent variable y and one or more explanatory variables denoted X. The • The corresponding element of β is called the intercept.
• Sometimes one of the regressors can be a non-linear function of another regressor or of the data, as in polynomial regression and segmented regression. The model remains linear as long as it is linear in the parameter vector β.
Methodology
The Figure 2 explain the individual effective dose received as a impact of PWR 1000 MWe accident at the site of West Bangka. In Fig. 2 describe that the individual dose decreases with increasing distance. The series of dose data in Figure 2 can be used to estimate the emergency planning.
Result and Discussion

Dose and Risk Calculation
The statistical relationship between the individual doses and distance approximated by the equation range of exponential trend line model. Exponential trend line used to data that rises or falls at rates that increase constantly. Use an exponential trend line for data that rises or falls at rates that increase constantly. 
With y = individual dose and x = distance. The R-squared value indicates how closely your trend line follows your data; the closer its value is to 1, the closer it follows your data. With the high R-squared value indicates this model can be applied to this data set on Fig.2 
and eq. (2).
According to the basic policy in the ICRP-103 recommendation [11, 12] , in the emergency activities such as nuclear accident the annual dose to the people is allowed up to 100 mSv. It's defined as emergency exposure situation. Post emergency situation, the annual dose is limited within 20 mSv for the existing exposure situation for long-term exposure. Determination of counter measures are required to mitigate radiation exposure and health risks from radiation accident. Based on data in Fig. 2 and eq. (2), the countermeasure of severe accident at West Bangka was estimated. The countermeasure divided two classification are: short term (sheltering, evacuation, iodine distribution) and long term countermeasure (relocation).
According to the criteria mentioned by the ICRP-63 [13] , evacuation is recommended whenever the effective dose exceeds 50 mSv, and distribution Iodine tablet when the effective dose exceeds 10 mSv.The zone for sheltering is recommended when the effective dose exceeds 10 mSv, and relocation when the effective dose exceeds 100 mSv.
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The result of assessment in Fig. 2 and eq. (2) are:
• Relocation recommended at distance below 10 km
• Evacuation recommended at distance 10 -20 km
• Sheltering recommended at distance 20 -30 km.
• Distribution of Iodine tablet at distance 20 -30 km 
When y = total risk and x = distance, high R-squared value indicates this model can be applied to this data set. (Fig. 3 and eq. (3) ). 
Where y = effective intervention dose and x = time for sheltering. High R-squared value indicates this model can be applied to this data set for Fig. 4 and eq. 4. By using trend analysis and trend estimation, it can be seen how long the action performed on residents sheltering in a radius of 20-30 km (based on Fig. 2 and eq. (2), If individual effective doses for sheltering is not exceeds 10 mSv [13] . By drawing the time of Fig.2 , the required to achieve a dose of 10 mSv for sheltering is 12 weeks. By using the correlation equation (4), obtained sheltering time is 10-12 weeks. 
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Where y = Thyroid intervention dose (IH) for determining Iodine distribution and x = distance.
High R-squared value indicates this model can be applied to this data set. (Fig. 6 and eq. (6)). 
Where y = effective intervention dose and x = time duration for relocation. By using trend analysis and trend estimation, it can be seen how long the action performed on public relocation in a radius of 10 km. By drawing time required to achieve when the effective dose exceeds 100 mSv, need the extrapolation mode. By using the correlation on equation (7) the obtained relocation time is 2.5 years.
Conclusion
The application of trend analysis method for emergency planning on PWR-1000 MWe accident at West Bangka has been resulted those are: iodine tablet are distributed to residents in the 
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ICoNETS Conference Proceedings area within radius 20 -30 km; sheltering countermeasure is within the radius of 20-30 km for 12 weeks; evacuation is subjected for the area 20 km from reactor for evacuation time is 12 weeks; relocating is subjected to radius of 10 km for 2.5 years Trend analysis can be used help for decision making, especially for the emergency planning, with the advantage in the use of trend analysis method, is faster than previous methods. Uncertainty can be reduced with accurate input data, and the selection of a suitable computation model.
